
ATTACHMENT A 
 

STATE WATER RESOURCES CONTROL BOARD 
ORDER NO. WQ 2013-0058-EXEC 

 
AMENDING MONITORING AND REPORTING PROGRAM 

FOR 
STATEWIDE GENERAL WASTE DISCHARGE REQUIREMENTS FOR 

SANITARY SEWER SYSTEMS  
 

 
This Monitoring and Reporting Program (MRP) establishes monitoring, record keeping, reporting and 
public notification requirements for Order 2006-0003-DWQ, “Statewide General Waste Discharge 
Requirements for Sanitary Sewer Systems” (SSS WDRs).  This MRP shall be effective from September 
9, 2013 until it is rescinded.  The Executive Director may make revisions to this MRP at any time.  These 
revisions may include a reduction or increase in the monitoring and reporting requirements.  All site 
specific records and data developed pursuant to the SSS WDRs and this MRP shall be complete, 
accurate, and justified by evidence maintained by the enrollee.  Failure to comply with this MRP may 
subject an enrollee to civil liabilities of up to $5,000 a day per violation pursuant to Water Code section 
13350; up to $1,000 a day per violation pursuant to Water Code section 13268; or referral to the Attorney 
General for judicial civil enforcement.  The State Water Resources Control Board (State Water Board) 
reserves the right to take any further enforcement action authorized by law. 
 
A. SUMMARY OF MRP REQUIREMENTS 

 

Table 1 – Spill Categories and Definitions 
 

CATEGORIES DEFINITIONS [see Section A on page 5 of  Order 2006-0003-DWQ, for  Sanitary 
Sewer Overflow (SSO) definition]

 
CATEGORY 1 

 
Discharges of untreated or partially treated wastewater of any volume resulting from an 
enrollee’s sanitary sewer system failure or flow condition that: 
   

 Reach surface water and/or reach a drainage channel tributary to a surface 
water; or 

 

 Reach a Municipal Separate Storm Sewer System (MS4) and are not fully 
captured and returned to the sanitary sewer system or not otherwise captured 
and disposed of properly.  Any volume of wastewater not recovered from the 
MS4 is considered to have reached surface water unless the storm drain system 
discharges to a dedicated storm water or groundwater infiltration basin (e.g., 
infiltration pit, percolation pond). 

 
CATEGORY 2 

 
Discharges of untreated or partially treated wastewater of 1,000 gallons or greater 
resulting from an enrollee’s sanitary sewer system failure or flow condition that do not 
reach surface water, a drainage channel, or a MS4 unless the entire SSO discharged to 
the storm drain system is fully recovered and disposed of properly. 

 
CATEGORY 3 

 
All other discharges of untreated or partially treated wastewater resulting from an 
enrollee’s sanitary sewer system failure or flow condition. 

 
PRIVATE LATERAL 
SEWAGE 
DISCHARGE (PLSD) 

 
Discharges of untreated or partially treated wastewater resulting from blockages or other 
problems within a privately owned sewer lateral connected to the enrollee’s sanitary 
sewer system or from other private sewer assets. PLSDs that the enrollee becomes 
aware of may be voluntarily reported to the California Integrated Water Quality System 
(CIWQS) Online SSO Database. 
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Table 2 – Notification, Reporting, Monitoring, and Record Keeping Requirements 
 

ELEMENT REQUIREMENT METHOD 

 
NOTIFICATION 
(see section B of 
MRP) 

 

 Within two hours of becoming aware of any 
Category 1 SSO greater than or equal to  
1,000 gallons discharged to surface water or 
spilled in a location where it probably will be 
discharged to surface water, notify the 
California Office of Emergency Services (Cal 
OES) and obtain a notification control number. 
 

 

Call Cal OES at: 
(800) 852-7550 

 

REPORTING 
(see section C of 
MRP) 

 

 Category 1 SSO:  Submit draft report within three 
business days of becoming aware of the SSO and 
certify within 15 calendar days of SSO end date. 
 

 Category 2 SSO:  Submit draft report within 3 
business days of becoming aware of the SSO and 
certify within 15 calendar days of the SSO end 
date. 
 

 Category 3 SSO:  Submit certified report within  
30 calendar days of the end of month in which 
SSO the occurred.  
 

 SSO Technical Report:  Submit within 45 
calendar days after the end date of any Category 
1 SSO in which 50,000 gallons or greater are 
spilled to surface waters. 

 

 “No Spill” Certification:  Certify that no SSOs 
occurred within 30 calendar days of the end of the 
month or, if reporting quarterly, the quarter in 
which no SSOs occurred. 
 

 Collection System Questionnaire:  Update and 
certify every 12 months. 

 

 

Enter data into the CIWQS Online 
SSO Database 
(http://ciwqs.waterboards.ca.gov/), 
certified by enrollee’s Legally 
Responsible Official(s). 
 

 
WATER 
QUALITY 
MONITORING 
(see section D of 
MRP) 

 
 Conduct water quality sampling within 48 hours 

after initial SSO notification for Category 1 SSOs 
in which 50,000 gallons or greater are spilled to 
surface waters. 

 
Water quality results are required 
to be uploaded into CIWQS for 
Category 1 SSOs in which 50,000 
gallons or greater are spilled to 
surface waters. 
 

 

RECORD 
KEEPING 
(see section E of 
MRP) 

 

 SSO event records. 
 

 Records documenting Sanitary Sewer 
Management Plan (SSMP) implementation and 
changes/updates to the SSMP. 

 

 Records to document Water Quality Monitoring 
for SSOs of 50,000 gallons or greater spilled to 
surface waters. 

 

 Collection system telemetry records if relied upon 
to document and/or estimate SSO Volume. 

 

 

Self-maintained records shall be 
available during inspections or 
upon request.  
 

 

  


